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11.2.3.a  PHENIX Flammable Gas Checklist

The PHENIX Run Coordinator and Liaison Physicist must go over the following checklist and
verify that all items on the list have been completed.  When they are satisfied, they attach their
signatures below.

Checklist Item        RC      LP
Mixing House Smoke Detection Blue Sheet
Mixing House Flammable Gas Sensor Blue Sheet
IR Flammable Gas Sensor Blue Sheet
IR Smoke Detection Blue Sheet
SMCS Blue Sheet
Inspection of flammable gas piping
Subsystems purged with inert gas
PHENIX Shift People on shift
High Voltage Off on all subsystems receiving flammable gas

PHENIX Run Coordinator                                                                                     
Signature         Date

PHENIX Liaison Physicist                                                                                     
Signature         Date


